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PURPOSE

UThe following General Order establishes inspection procedures for testing and checking of Cisterns and Dry Hydrants.

Cisterns shall be inspected on a monthly basis.  The inspections shall include checking integrity of system parts such as suction tube, Siamese connection, manhole security air intake vent, and measuring water level.

During the months of May and September a pumper shall be attached and water shall be flowed back into the FD connection.

Dry Hydrants shall be flowed during the same months as the Cisterns May and September.  

Information on all test shall be recorded on the Cistern Checklist Form.
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